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ID Address

Needs Z3 
fixed in 
ipad Owner Name Phone Number Sample Date EPA present S1 or S2 Field Flags pH Cl2 Bacti.

Meter 
Reading

SL / Int 
Plumbing 
Materials

# Seq 
Samples

3224 X 9/28/2016 Dean S1
pH meter not 

working
6.68 1.08 n/a 289247 Pb / G 15

3224 10/10/2016 Peg S2

resident POU 
filter light not 
working, 4 
years old, 

installed new 
filter

7.77 1.31 n/a 289450 Pb / G 15

3087 X 10/3/2016 Peg S1
pH meter not 

working
not 
taken

0.49 n/a 323606 G/ G 15

3087 10/12/2016 Tom S2 7.91 0.79 n/a 323713 G/ G 18

3091 10/4/2016 none S1
pH meter not 

working
7.82 0.69 n/a 247701 G / ? 15

3091 S2

3072 X 10/5/2016 Peg S1
no 125 mL 
bottles, used 
(1) 250mL

7.44 0.05
EC WTP 

(result ‐/‐)
326880 G / G 18

3072 S2

3434 X 10/6/2016 Tom S1
pH meter not 

working
7.33 1.15 n/a 2822.5 G / G 18

3434 10/18/2016 Tom S2 7.87 0.98 n/a 3189.3 G / G 18

3206 X 10/6/2016 Tom S1
pH meter not 

working
7.35 1.15 n/a

couldn’t find 
meter

G / ? 18

3206 10/18/2016 Tom S2 7.92 1.15 n/a
couldn’t find 

meter
G / ? 18

3319 X
 

10/7/2016 Dean S1
pH meter not 

working
not 
taken

1.17 n/a 14014 G / G 18

3319
 

10/20/2016 Peg S2 7.88 1 n/a 14451 G / G 18

3406 X
 

10/7/2016 Dean S1
pH meter not 

working
not 
taken

0.79 n/a 22100102 G / ? 18

3406
  Sched 

10/24/16
S2

resident not 
home

3300 X 10/8/2016 Dean S1
EPA pH meter 
brought to EC

8.05 1.31 n/a 207486 Cu / G 15

3300 10/22/2016 Peg S2 7.96 1.25 n/a 207777
G (should  
be Cu)/G

15

3332 X 10/10/2016 Peg S1
 

7.93 0.95 n/a 59729 G / G 18

esulej
Sticky Note
All Redactions are for PII



3332 S2

3066 X
 

10/10/2016 Peg S1
 
  7.9 0.24 n/a 89930 Pb / G 15

3066
 

S2

3092 10/10/2016 Peg S1 7.83 1.44 n/a 159396 G / ? 15

3092 S2

3070 10/11/2016 Dean S1 7.87 0.75 n/a 331724 G / ? 18

3070 S2

3121
 

10/11/2016 Dean S1 7.96 0.62 n/a
couldn’t read 

meter
Pb/ ? 15

3121
 

S2

3135 10/12/2016 Tom S1 7.89 0.97 n/a 301403 Pb / G 18

3135 S2

3075 X
‐

10/13/2016 Peg S1 7.89 1.13 n/a 244430 Pb / G 18

3075
‐

S2

3368 X 10/13/2016 Peg S1 7.97 1.08 n/a 97426 G / G 15

3368 S2

3343 (need 
code in ipad)

 
X   10/13/2016 Peg S1 7.94 1.05 n/a 121111 ? 15

3343   S2

3437 X
 

10/14/2016 Peg S1 7.96 0.91 n/a 15400 G / Cu 15

3437
 

S2

3113 10/14/2016 Peg S1 7.9 1.21 n/a 198137 G / ? 15

3113 S2

3071 10/15/2016 Peg & Miguel S1 7.98 1.12 n/a 173216 Pb / G 15



3071 S2

3443 X 10/15/2016 Peg & Miguel S1 7.94 1.11 n/a 12796 Pb / Cu 18

3443 S2

3282 X   10/15/2016 Peg S1
 

7.94 1.35 n/a 347057 G / G 15

3282   S2

3074
 

10/15/2016 Miguel S1 7.94 1.2 n/a 501667 G / G 18

3074
 

S2

3088
    

10/17/2016 Tom S1
(S01‐S04 
warm)

7.95 1.11 n/a 14115 G / Cu 18

3088
    

S2

3226 X 10/17/2016 Tom S1 7.91 1.24 n/a 248154 G / G 15

3226 S2

3383 X 10/17/2016 Tom S1 7.91 1.29 n/a 136967 G / G 18

3383 S2

3016 10/18/2016 Tom S1 Bar; bar sink 7.86 1.31 n/a 48832 Pb / G 18

3016 2 S2

3301
 

 
10/19/2019 none S1 7.93 1.3 n/a 39407 G /G 18

3301
 

 
S2

3302 10/25/2016 Dean / Tom S1 7.93 0.63 n/a 464251 G / G 18

3302 S2

3097
10/29/16 @ 
8:30am

S1

3106
orig. sched 
10/13/16

resident not 
home

3039 out of town

3037
  waiting on 

attny



3185
 
NOT SAMPLED 
‐ can't bypass 
WH filter

3351 Refused
3204 Refused
3025 Refused



Syringe Filter 
Material

Date Prelim. 
Data Rec'd S01 S02 S03 S04 S05 S06 S07 S08 S09 S10 S11 S12 S13 S14 S15 S16 S17 S18

none 10/14/2016 5.4 5.7 6.6 5.8 5.6 7.3 23 34 27 25 19 17 7.8 5.3 5 n/a n/a n/a

PTFE 10/21/2016 34 9.4 10 9.5 9.4 10 11 12 14 24 30 28 20 13 12 n/a n/a n/a

Teflon



DS03

DS01 ‐ 
Phosphor

us
DS02 

Chloride
DS02 

Fluoride
DS02 
Sulfate

DS02 
Alkalinity

Filterer 
S03

Filtered 
S06

Filtered 
S09

3.7 0.05 3 n/a n/a 120 n/a n/a n/a

11 ND 3 ND ND 120 3.2 9.2 6.9




